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site location map 
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SITE LOCATION MAP--

PROJECT LOCATION
330 MAPLE ROAD
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©  2022 LaBella Associates

PROJECT NAME:

DRAWN BY:

ISSUED FOR:

DATE: PROJECT NO.:

10
/3

/2
02

5 
7:

50
:2

0 
AM

\\c
as

h.
la

b\
u\

Pr
oj

ec
ts

\A
rc

 B
ui

ld
in

g 
Pa

rtn
er

s\
22

54
56

1 
- 7

16
 S

po
rts

 F
ie

ld
ho

us
e

Co
m

pl
ex

\1
1_

Re
po

rts
\E

ng
in

ee
r's

 R
ep

or
t\A

pp
en

di
ce

s\
A_

Ap
p 

A_
FI

GU
RE

S.
dw

g

716 SPORTS COMPLEX
Amherst, NY

2254561

ENGINEER'S REPORT

10/3/2025

It is a violation of New York Education Law Article 145 Sec.7209, for any person, unless acting under the direction of a licensed architect,
professional engineer, or land surveyor, to alter an item in any way. If an item bearing the seal of an architect, engineer, or land surveyor is

altered; the altering architect, engineer, or land surveyor shall affix to the item their seal and notation "altered by" followed by their signature and
date of such alteration, and a specific description of the alteration.
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300 Pearl Street, Suite 130
Buffalo, NY 14202
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attachment b: 
Hydrant Flow tests 
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 ARM          Hydrant Flow Test Inquiry -- Hydrant: J06B54A  Test Date/Time:  7/18/2006 10:00                         CHI095-B      
 Address:    195   MAPLE RD             Side: S   Location: 1ST HYD E/O MAPLEMERE RD                                                
          AMHERST                                                                                                                   
 Size of Main/Branch: 8"/6"    Fire District: 22021 SNYDER FD 7               Water District: 315 AMHERST DISTRICT 15C              
 ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯     
 Performed By: BM, RLS                   Comments: HYDRANT FLOW TEST REQUSTED BY JEROME BIEDNY                                      
                                                   JEROME BIEDNY & ASSOCIATES; PHONE: 894-2410, FAX: 894-2412                       
                                                                                                                                    
                                                                                                                                    
 ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯     
 Dischrge Coef:  .90 Elvtn Usgs(ft):       Static(psi): 104  Residual(psi):  90  Required Residual Pressure(psi):  20               
                     Gallons Used..:   7,140               Total Flow(gpm):  2,372   Flow at Reqd Resid Pressure:  6,242            
 Flow Hydrants:                                                                                                                     
 C Flow Hyd Flow Hydrant Address      Main/Brnch      Nzle Size Pitot  Flow  Comments                                               
   J06 B56      255   MAPLE RD        8"/6"            1:  2.50  50.0  1,186                                                        
             2ND HYD E/O MAPLEMERE RD                  2:  2.50  50.0  1,186                                                        
                                                       3:                    Tot Flow:   2,372                                      
   ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯    
                                                                                                                                    
                                                                                                                                    
                                                                                                                                    
                                                                                                                                    
                                                                                                                             Bottom 
                                                                                                                                    
 I=Flow Hydrant Inquiry                                                                                                             
 ENTER=Continue  F3=Exit  F6=Maintain Test  F7=Test Hydrant Inquiry  F15=Print Test Information                                     
                                                                                                                                    



 ARM          Hydrant Flow Test Inquiry -- Hydrant: J06C50   Test Date/Time:  4/24/2014 11:00                         CHI095-B      
 Address:    335   MAPLE RD             Side: S   Location: 1ST HYD E/O DONNA LEA                                                   
          AMHERST                                                                                                                   
 Size of Main/Branch: 8"/6"    Fire District: 22021 SNYDER FD 7               Water District: 315 AMHERST DISTRICT 15C              
 ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯     
 Performed By: BM, RLS                   Comments: HYDRANT FLOW TEST VALARIE SARCIONE                                               
                                                   NUSSBAUMER & CLARKE, 716-827-8000, 716-826-7958                                  
                                                   E-MAIL: VSARCIONE@NUSSCLARKE.COM                                                 
                                                                                                                                    
 ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯     
 Dischrge Coef:  .90 Elvtn Usgs(ft):       Static(psi):  92  Residual(psi):  78  Required Residual Pressure(psi):  20               
                     Gallons Used..:   6,960               Total Flow(gpm):  2,326   Flow at Reqd Resid Pressure:  5,632            
 Flow Hydrants:                                                                                                                     
 C Flow Hyd Flow Hydrant Address      Main/Brnch      Nzle Size Pitot  Flow  Comments                                               
   J06 C53      415   MAPLE RD        8"/6"            1:  2.50  48.0  1,163                                                        
             2ND HYD E/O DONNA LEA                     2:  2.50  48.0  1,163                                                        
                                                       3:                    Tot Flow:   2,326                                      
   ¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯¯    
                                                                                                                                    
                                                                                                                                    
                                                                                                                                    
                                                                                                                                    
                                                                                                                             Bottom 
                                                                                                                                    
 I=Flow Hydrant Inquiry                                                                                                             
 ENTER=Continue  F3=Exit  F6=Maintain Test  F7=Test Hydrant Inquiry  F15=Print Test Information                                     
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